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S M-000.01 M-000.02 S M-300.00 M-300.01 S P-200.01 P-200.02
S M-100.02 M-100.03 S M-400.00 M-400.01
S  M-101.01 M-101.02 S M-600.00 M-600.01
S M-102.00 M-102.01 S P-105.02  P-105.03

1. M-000.02:  Added symbol to symbol list.
 
2. M-100.03:  Indicated 8”x12” exhaust duct riser with fire damper and grille.
 
3. M-101.02:  Indicated exhaust duct run.
 
4. M-102.01:  Indicated new roof mounted exhaust fan EF-2-3.
 
5. M-300.01:  Revise key notes.
 
6. M-400.01:  Updated air riser diagram.
 
7. M-600.01:  Updated fan schedule.
 
8. P-105.03: Revising the floor plan to show the mechanical RTU units being served by gas.
 
9. P-200.02: Revising the floor plan to show the mechanical RTU units being served by gas.
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